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0.0 1,050
Time ( sec )
o 0.75 vbus 8335 ELSTEAMP 92.0 1z i 15525
X 0..75 vbus 8640 MIRAGTIE 92.0 1 1 1725
O 0.75 vbul 8361 NILAND 92.0 1 1 15525
A 0.75 vbus 8279 CVSUB 92.0 1 1 1.25
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4 R 4
0.0 170720
Time ( sec )
o 0.75 vbug 8100 REPU3 13.8 1 1 1.25
N i99.4 fbug 8100 REPU3 13.8 1 il 60.6
O 0.0 Pg 8100 REPU3 13.8 1.1 - 218.0
A 0.2 vt 8100 REPU3 138 1 1 d=2
o —100.0 ang 8100 REPU3 13.8 1 1 100.0
SIS EL CENTRO #3 REPOWER STUDY SUPPLEMENT
2009 Heavy Summer Case
Trip EL CENTRO - NILAND EL CENTRO - AVES8 161kV line

Case r3 EC_PST MAXGEN.SAV
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